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CODE REVIEW

BUILDING SIZE: 1,575 SF

Occupancy Load: Business area 100 gross sf/occupant. 1,575 /100 = 15 Occupants.

Egress Width:   Egress Components 0.2" per occupant (15 x 0.2" = 3") 36" min provided.

Number of Exits:  1 Provided

CHAPTER 3 - USE & OCCUPANCY CLASSIFICATION

302.1 Occupancy and Use Refer to Section 304-Business Occupancies.
The Tenant space will be occupied as a Business Use (Use Group B)

BUILDING ELEMENTS AND MATERIALS

All interior construction & finishes will be provided as per the requirements of Sections 602 & 703, respectively.

FIRE PROTECTION

The proposed fit-out will meet and/or exceed all fire protection requirements as outlined in Chapter 9.

MEANS OF EGRESS

The proposed fit-out will meet and/or exceed all egress requirements as outlined in Chapter 10.

ACCESSIBILITY

All work performed will comply with the above listed accessibility guidelines.

STRUCTURAL 

No impact to structural items through proposed interior fit-out.

ENERGY CONSERVATION

All work performed will comply with the above listed energy conservation code(s).

ELECTRICAL

All work performed will comply with the above listed electrical code(s).

MECHANICAL

All work performed will comply with the above listed mechanical code(s).

EGRESS LOAD
BASED ON CALCULATED
OCCUPANCY

## XX'

XX'

EGRESS PATH AND DISTANCE
FROM POINT TO POINT

TOTAL TRAVEL DISTANCE

COMMON PATH OF
TRAVEL DISTANCE

APPLICABLE CODES

Zoning

Building Code

Uniform Fire Code

Accessibility

Electrical

Mechanical

Plumbing

PROJECT: CITIZENS BANK - KENDALL SQUARE
LOCATION: 610 Main Street, Cambridge, MA 02139
FLOORS (SCOPE OF WORK ONLY): 1

BUILDING OVERVIEW

EGRESS KEY

BUILDING CODE INFORMATION

BUILDING CODE ANALYSIS

Travel Distance:  Maximum Allowable: 200 ft. (Sprinklered), Provided: 67.8'   

Life Safety Code

This analysis was performed using the below listed code requirements with any associated amendments as per the state of Massachusetts.

Energy Conservation

(XX')

TRAVEL DISTANCE ADDITIVE
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780 CMR Massachusetts State Building Code, 9th Edition

780 CMR MA Amendments to the IBC 2015 based on:
ICC International Building Code (IBC), 2015

ICC International Fire Code (IFC), 2015

527 CMR MA Fire Safety Code based on:
NFPA 1, 2015 Fire Code

521 CMR MA Accessibility Regulations based on:
ICC/ANSI A117.1-2009
2010 ADA Standards for Accessible Design

527 CMR MA 12: 00 ELECTRICAL CODE BASED ON
NATIONAL ELECTRIC CODE (NEC), 2020
NFPA 70, 2020

248 CMR MA 2017 based on:

248 CMR MA Plumbing Regulations 2017 based on:
ICC International Plumbing Code (IPC), 2015

780 CMR MA 9th Edition Chapter 13 based on:
ICC International Energy Conservation Code (IECC), 2018
ASHRAE 90.1

15

ICC International Mechanical Code (IMC), 2015
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1.  GENERAL: GENERAL:    A. COMPLY WITH ALL APPLICABLE FEDERAL, STATE AND LOCAL CODES AND REGULATIONS, BUILDING DESIGN STANDARDS AND CONTRACTOR RULES AND REGULATIONS, PERTAINING TO SAFETY OF PERSONS, PROPERTY & ENVIRONMENTAL PROTECTION. B. PROVIDE AND MAINTAIN TEMPORARY BARRICADES, LIGHTING AND GUARDRAILS AS REQUIRED BY APPLICABLE CODES AND REGULATIONS TO PROTECT OCCUPANTS OF BUILDING, PEDESTRIANS AND WORKERS. C. ERECT AND MAINTAIN DUST-PROOF PARTITIONS AS REQUIRED TO PREVENT THE SPREAD OF DUST, FUMES, SMOKE, ETC. TO OTHER PARTS OF THE BUILDING. UPON COMPLETION, REMOVE TEMPORARY PARTITIONS AND REPAIR DAMAGED SURFACES TO MATCH ADJACENT SURFACES. D. THE CONTRACTOR SHALL FURNISH ALL LABOR, MATERIALS, AND EQUIPMENT AS REQUIRED TO COMPLETE DEMOLITION EXCEPT THOSE ITEMS TO BE REUSED, RETURNED TO OWNER, OR OTHERWISE DIRECTED. IF DEMOLITION IS PERFORMED IN EXCESS OF WHAT IS REQUIRED, RESTORE AFFECTED AREAS AT NO COST TO THE OWNER.  E. REMOVE FROM SITE AND LEGALLY DISPOSE ALL REFUSE, DEBRIS, RUBBISH AND OTHER MATERIALS RESULTING FROM DEMOLITION OPERATIONS. F. REMOVE ABANDONED HVAC EQUIPMENT, INCLUDING DUCT WORK UNLESS OTHERWISE NOTED. G. REMOVE ABANDONED ELECTRICAL, TELEPHONE AND DATA CABLING AND DEVICES, UNLESS OTHERWISE NOTED. 2.  PARTITIONS: PARTITIONS: A. WHERE INDICATED, REMOVE ALL PARTITIONS IN THEIR ENTIRETY, INCLUDING GYPSUM WALL BOARD AND PLASTER PARTITIONS. REMOVE ALL ASSOCIATED STUDS, TRACKS, FINISHES AND ELECTRICAL WIRING DOWN TO PANEL. 3.  DOORS AND FRAMES: DOORS AND FRAMES: A. WHERE INDICATED, REMOVE DOORS, FRAMES AND RELATED HARDWARE. COORDINATE STORAGE OF SALVAGED MATERIALS WITH OWNER/TENANT IF NOT BEING RE-USED AS PART OF THIS PROJECT. B. DEMOLITION CONTRACTOR SHALL NOT REMOVE ANY DOORS THAT ARE PART OF THE COMMON AREA (I.E. BUILDING CORE, FIRE EXIT DOORS AND ELEVATOR DOORS) OR DOORS NOT PART OF THE AREA OF WORK UNLESS OTHERWISE NOTED. 4.  CEILINGS: CEILINGS: A. WHERE INDICATED, REMOVE EXISTING LIGHTING, DIFFUSERS, RETURN GRILLES, EXIT SIGNS, FIRE ALARM DEVICES AND ALL RELATED WIRING. REFER TO MEP DRAWINGS FOR ADDITIONAL INFORMATION. B. WHERE INDICATED, REMOVE EXISTING CEILING GRID AND CEILING TILE. REFER TO MEP DRAWINGS FOR ADDITIONAL INFORMATION REGARDING IMPACTED SYSTEMS. 5. MILLWORK: MILLWORK: A. WHERE INDICATED, G.C. SHALL REMOVE EXISTING MILLWORK. 6. WINDOW TREATMENTS (IF APPLICABLE): WINDOW TREATMENTS (IF APPLICABLE): A. EXISTING WINDOW TREATMENTS TO BE REMOVED UNLESS NOTED OTHERWISE. 7. FREESTANDING COLUMNS: FREESTANDING COLUMNS: A. ALL FREE STANDING GYPSUM BOARD COLUMN ENCLOSURES AND ASSOCIATED FRAMING TO BE CAREFULLY REMOVED     UNLESS OTHERWISE NOTED.  G.C. TO IDENTIFY AND PROTECT ANY PLUMBING, HVAC OR ELECTRICAL RISERS TO      REMAIN. 8. FINISHES: FINISHES: : A. WALLS:  AT ALL WALLS AND COLUMN ENCLOSURES TO REMAIN, G.C. TO CAREFULLY REMOVE ALL EXISTING WALL FINISHES (WALL COVERING, WALL BASE, PANELING, ETC.) AND PREPARE WALL SURFACE TO RECEIVE NEW WALL FINISHES.  B. FLOORS:  WHERE INDICATED, G.C. TO REMOVE ALL EXISTING FLOORING AND ADHESIVE TO SLAB INCLUDING CARPET, CARPET TILE, UNDERLAY, TILE AND RESILIENT FLOORING. 9. GENERAL MEP/FP NOTES: GENERAL MEP/FP NOTES: A. REFER TO MEP DRAWINGS FOR SPECIFIC DEMOLITION NOTES. B. ALL MECHANICAL, ELECTRICAL AND PLUMBING DEMOLITION SHALL BE PERFORMED UNDER THE DIRECT SUPERVISION OF ALL MECHANICAL, ELECTRICAL AND PLUMBING DEMOLITION SHALL BE PERFORMED UNDER THE DIRECT SUPERVISION OF LICENSED PLUMBER AND ELECTRICIAN, SHALL BE ON-SITE TO SAFE OFF RESPECTIVE EQUIPMENT PRIOR TO DEMOLITION. C. ALL MECHANICAL, ELECTRICAL AND PLUMBING DEMOLITION TO BE VERIFIED BY ENGINEER. REFER TO MEP DRAWINGS FOR ADDITIONAL INFORMATION. D. THE G.C. SHALL REMOVE ALL ABANDONED ELECTRICAL WORK AFTER DEMOLITION, INCLUDING SWITCH BOXES,      ELECTRICAL, TELEPHONE AND DATA OUTLETS, JUNCTION BOXES, PLATES OR ANY OTHER     ELECTRICAL/DATA AND TELEPHONE WIRING EQUIPMENT AND ALL RELATED WIRING BACK TO THE ELECTRICAL OR      TELEPHONE CLOSET. COORDINATE WITH TELECOMMUNICATIONS VENDOR AND CLIENT FIELD REPRESENTATIVE. IF ANY ITEM IS IN QUESTION, DO NOT PERFORM DEMOLITION WITHOUT APPROVAL FROM ARCHITECT, ENGINEER OR BANK REPRESENTATIVE. REFER TO MEP DRAWINGS FOR ADDITIONAL INFORMATION. 10.  MECHANICAL:  MECHANICAL:  A. PROVIDE HEPA FILTERS AT ALL AIR INTAKES FOR EXISTING AIR HANDLING SYSTEMS SCHEDULED TO REMAIN OR IN PROVIDE HEPA FILTERS AT ALL AIR INTAKES FOR EXISTING AIR HANDLING SYSTEMS SCHEDULED TO REMAIN OR IN OPERATION DURING PHASED CONSTRUCTION. 11. ELECTRICAL/FIRE ALARM: ELECTRICAL/FIRE ALARM: A. ANY REMOVALS OF ELECTRICAL EQUIPMENT, INCLUDING PANELS, DEVICES, CIRCUITS, ETC. SHALL BE DONE IN SUCH A WAY AS TO ALLOW THE OPERATIONS OF ADJACENT BANK OR TENANT AREAS TO CONTINUE WITHOUT INTERRUPTION OF ANY SERVICE DURING DEMOLITION AND CONSTRUCTION. THE CONTRACTOR SHALL TAKE ANY NECESSARY PRECAUTIONS IN ORDER TO MAINTAIN SUCH CONTINUOUS OPERATIONS. B. ELECTRICAL CONDUITS IN EXISTING WALLS WHICH ARE DEEMED TO BE REMOVED, SHALL BE DEMOLISHED, UNLESS     THEY RUN FROM FLOOR SLAB TO FLOOR SLAB. COORDINATE WITH ENGINEER AS REQUIRED. C. WHERE EXISTING ELECTRICAL PANEL(S) ARE SCHEDULED TO REMAIN, G.C. SHALL REMOVE ALL HOMERUNS TO THE PANELS AND MAKE CIRCUIT BREAKERS SPARE FOR REUSE. D. REMOVE ALL ABANDONED ELECTRICAL WORK AFTER DEMOLITION, INCLUDING SWITCH BOXES, ELECTRICAL, TELEPHONE AND REMOVE ALL ABANDONED ELECTRICAL WORK AFTER DEMOLITION, INCLUDING SWITCH BOXES, ELECTRICAL, TELEPHONE AND DATA OUTLETS, JUNCTION BOXES, PLATES OR ANY OTHER  ELECTRICAL/DATA AND TELEPHONE WIRING EQUIPMENT ELECTRICAL/DATA AND TELEPHONE WIRING EQUIPMENT AND ALL RELATED WIRING BACK TO THE ELECTRICAL OR TELEPHONE CLOSET. COORDINATE WITH TELECOMMUNICATIONS VENDOR AND CLIENT FIELD REPRESENTATIVE. IF ANY ITEM IS IN QUESTION, DO NOT PERFORM DEMOLITION WITHOUT APPROVAL FROM ARCHITECT/ENGINEER OR PROJECT MANAGER. E. PROTECT EXISTING FIRE ALARM SPEAKER/STROBES, PULL STATIONS, SPEAKERS, SMOKE DETECTORS, HEAT DETECTORS, ETC. THROUGHOUT AREA OF WORK. REFER TO MEP DRAWINGS FOR MORE INFORMATION. F. WHERE POWER/DATA FLOOR OUTLETS ARE TO BE REMOVED, CONTRACTOR SHALL INFILL CONCRETE SLAB AS REQUIRED. G. WHERE NEW FLOOR/DATA/AV BOXES ARE INDICATED, G.C. TO TRENCH CONCRETE SLAB ON GRADE FOR BANK STANDARD RECESSED FLOOR BOX OR CORE 6" DIA. HOLE THROUGH CONCRETE FLOOR SLAB FOR BANK STANDARD RECESSED POKE-THRU FLOOR BOX. 12. TELECOM/DATA: TELECOM/DATA: A. REMOVE ALL TELEPHONE AND DATA CABLING FROM DEVICE BACK TO THE RACKS OF THE EXISTING COMMUNICATIONS     CLOSET. COORDINATE WITH TELECOMMUNICATIONS VENDOR AND CLIENT'S FIELD REPRESENTATIVE. 13. PLUMBING: PLUMBING: A. REFER TO PLUMBING DRAWINGS FOR EXTENT OF DEMOLITION AND ADDITIONAL INFORMATION. 14. FIRE PROTECTION: FIRE PROTECTION: A. REFER TO FIRE PROTECTION DRAWINGS FOR EXTENT OF DEMOLITION AND ADDITIONAL INFORMATION. REFER TO FIRE PROTECTION DRAWINGS FOR EXTENT OF DEMOLITION AND ADDITIONAL INFORMATION. 15. STRUCTURAL SUPPORT: STRUCTURAL SUPPORT: A. PRIOR TO THE START OF DEMOLITION WORK, GENERAL CONTRACTOR SHALL NOTIFY ARCHITECT IF ANY PARTITIONS  SCHEDULED FOR REMOVAL ARE QUESTIONABLE TO BE LOAD BEARING DUE TO EXPOSURE FROM MINOR, SELECTIVE DEMOLITION.
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1. PATCH/REPAIR PERIMETER GYPSUM WALL SYSTEMS AT LOCATIONS OF PRIOR PARTITIONS, PATCH/REPAIR PERIMETER GYPSUM WALL SYSTEMS AT LOCATIONS OF PRIOR PARTITIONS, COLUMN ENCLOSURES AND ALL CORE WALLS. TYPICAL. 2. PROVIDE FIRE RETARDANT WALL BLOCKING AT FURNITURE, AUDIO VISUAL AND MILLWORK PROVIDE FIRE RETARDANT WALL BLOCKING AT FURNITURE, AUDIO VISUAL AND MILLWORK LOCATIONS. GC TO COORDINATE REQUIREMENTS WITH MILLWORK DETAILS, FURNITURE, AUDIO/VISUAL AND BRANDING DETAILS. 3. PROVIDE DOUBLE STUDS AT ALL DOOR OPENINGS. PROVIDE DOUBLE STUDS AT ALL DOOR OPENINGS. 4. PROVIDE NECESSARY FRAMING AS REQUIRED AROUND HVAC AND PLUMBING EQUIPMENT PROVIDE NECESSARY FRAMING AS REQUIRED AROUND HVAC AND PLUMBING EQUIPMENT OPENINGS IN WALLS AND CEILINGS. 5. PATCH/REPAIR EXISTING SURFACES WHICH ARE DAMAGED WITH SKIMCOAT. IF REQUIRED, PATCH/REPAIR EXISTING SURFACES WHICH ARE DAMAGED WITH SKIMCOAT. IF REQUIRED, FURR/OUT WALL AND ADD  " GYPSUM BOARD OR LAMINATE OVER EXISTING SURFACES 58" GYPSUM BOARD OR LAMINATE OVER EXISTING SURFACES WITH  " GYPSUM BOARD. 58" GYPSUM BOARD. 6. WHERE ORIGINAL CEILING HEIGHT IS LOWER THAN NEW CEILING HEIGHT, GC TO EXTEND WHERE ORIGINAL CEILING HEIGHT IS LOWER THAN NEW CEILING HEIGHT, GC TO EXTEND PARTITIONS AS REQUIRED TO MEET NEW CEILING HEIGHT AND/OR AS REQUIRED TO PROVIDE PROPER PARTITION TYPE. 7. GC TO LAYOUT PARTITIONS FOR REVIEW BY ARCHITECT/ARCHITECT'S FIELD GC TO LAYOUT PARTITIONS FOR REVIEW BY ARCHITECT/ARCHITECT'S FIELD REPRESENTATIVE PRIOR TO COMMENCING CONSTRUCTION OF PARTITIONS. GC TO PROVIDE TWO-WEEKS NOTICE TO ENSURE WORK IS NOT DELAYED. 8. REFER TO THIS PLAN AND DWG. A12.01 FOR PARTITION TYPES. REFER TO THIS PLAN AND DWG. A12.01 FOR PARTITION TYPES. 9. SEE FIRE EXTINGUISHER SPECIFICATIONS ON EQUIPMENT PLAN A07.01.  SEE FIRE EXTINGUISHER SPECIFICATIONS ON EQUIPMENT PLAN A07.01.  10. GC SHALL VERIFY EXISTING DOOR HARDWARE TO REMAIN IS FUNCTIONING PROPERLY. GC SHALL VERIFY EXISTING DOOR HARDWARE TO REMAIN IS FUNCTIONING PROPERLY. REPAIR OR REPLACE DAMAGED HARDWARE FOR SMOOTH OPERATION AND ADA COMPLIANCE. REFER TO DWG. A00.30 FOR MORE INFORMATION. 11. PROVIDE WATER LINE AT KITCHENETTE AS SPECIFIED BY MFG. FOR COFFEE MAKERS, ICE PROVIDE WATER LINE AT KITCHENETTE AS SPECIFIED BY MFG. FOR COFFEE MAKERS, ICE MACHINES, WATER FILTERS, FREEZERS, ETC.  REFER TO DWG. A06.01 EQUIPMENT PLAN AND SCHEDULE AS WELL AS PLUMBING PLANS FOR ADDITIONAL INFORMATION. 12. REPAIR ALL EXISTING FLOORS WHERE REQUIRED. PROPERLY LEVEL AND MAKE SMOOTH REPAIR ALL EXISTING FLOORS WHERE REQUIRED. PROPERLY LEVEL AND MAKE SMOOTH SURFACE AND PREPARE SUBSTRATE TO RECEIVE NEW FLOOR FINISH. 13. STUD LOCATIONS SHALL BE COORDINATED WITH MOUNTING DIMENSIONS AND ORIENTATION STUD LOCATIONS SHALL BE COORDINATED WITH MOUNTING DIMENSIONS AND ORIENTATION OF ALL DEVICES AS DESCRIBED ON TYPICAL MOUNTING DWG. A00.00(UON) AND DWG. A03.01 POWER & COMMUNICATION PLAN. PROVIDE CROSS STUD AS REQUIRED TO ASSURE PROPER ALIGNMENT. 14. CROSS BRACE ALL DOOR FRAMES/HEADERS AND SECURE TO STRUCTURE ABOVE. CROSS BRACE ALL DOOR FRAMES/HEADERS AND SECURE TO STRUCTURE ABOVE. 15. ALL EXISTING TO REMAIN ACCESS PANELS, SWITCHES, POWER AND TELEPHONE OUTLETS ALL EXISTING TO REMAIN ACCESS PANELS, SWITCHES, POWER AND TELEPHONE OUTLETS SHALL BE REPLACED WITH NEW AND BROUGHT OUT TO NEW FINISHED SURFACE.  PROVIDE NEW FINISH MATERIAL OVER ACCESS PANEL TO MATCH ADJACENT FINISH. 16. GC SHALL REPAIR ALL EXISTING AND NEW HOLES AND PENETRATIONS IN ALL FIRE RATED GC SHALL REPAIR ALL EXISTING AND NEW HOLES AND PENETRATIONS IN ALL FIRE RATED PARTITIONS, FLOORS AND CEILINGS TO MAINTAIN EXISTING FIRE RATING REQUIREMENT (V.I.F.). 17. GC IS RESPONSIBLE FOR REPAIR AND/OR REPLACEMENT OF ANY DAMAGED EXISTING GC IS RESPONSIBLE FOR REPAIR AND/OR REPLACEMENT OF ANY DAMAGED EXISTING EQUIPMENT, SYSTEMS AND FINISHES.  18. GC IS RESPONSIBLE FOR REPAIRING ALL EXISTING PERIMETER MULLIONS WHERE REQUIRED. GC IS RESPONSIBLE FOR REPAIRING ALL EXISTING PERIMETER MULLIONS WHERE REQUIRED. 19. IF APPLICABLE, REMOVE EXISTING WALL FINISHES AND RECEPTACLES AT PERIMETER IF APPLICABLE, REMOVE EXISTING WALL FINISHES AND RECEPTACLES AT PERIMETER COLUMNS. PATCH AND REPAIR COLUMN ENCLOSURES TO PROVIDE A CLEAN AND CONTINUOUS SURFACE FROM SLAB TO METAL DECK ABOVE. 20. ALL DIMENSIONS ARE TO CENTER LINE OF STUD UNLESS NOTED OTHERWISE.   ALL DIMENSIONS ARE TO CENTER LINE OF STUD UNLESS NOTED OTHERWISE.   21. COORDINATE AND PROVIDE BLOCKING FOR MILLWORK AND ITEMS ATTACHED OR MOUNTED COORDINATE AND PROVIDE BLOCKING FOR MILLWORK AND ITEMS ATTACHED OR MOUNTED TO WALLS OR CEILINGS. 22. WHERE EXISTING ACCESS PANELS CONFLICT WITH CONSTRUCTION, RELOCATE PANELS TO WHERE EXISTING ACCESS PANELS CONFLICT WITH CONSTRUCTION, RELOCATE PANELS TO ALIGN WITH AND FIT WITHIN NEW CONSTRUCTION. 23. CONTRACTOR TO VERIFY ALL DIMENSIONS IN FIELD PRIOR TO START OF CONSTRUCTION. CONTRACTOR TO VERIFY ALL DIMENSIONS IN FIELD PRIOR TO START OF CONSTRUCTION. 25. PROVIDE SUBMITTALS FOR ALL MILLWORK FOR APPROVAL BY ARCHITECT. 26. PROVIDE MATERIAL AND COLOR SAMPLES FOR ALL SPECIFIED MATERIALS FOR REVIEW AND PROVIDE MATERIAL AND COLOR SAMPLES FOR ALL SPECIFIED MATERIALS FOR REVIEW AND APPROVAL BY ARCHITECT. 27. REFER TO DWG. A07.01 FOR BANKING EQUIPMENT, VERIFY ALL EQUIPMENT WITH VENDOR. REFER TO DWG. A07.01 FOR BANKING EQUIPMENT, VERIFY ALL EQUIPMENT WITH VENDOR. 29. UNLESS OTHERWISE NOTED, LOCATE HINGE SIDE OF ALL DOORS 6" FROM FINISHED FACE OF ADJACENT PERPENDICULAR PARTITION. 30. VERIFY WITH ARCHITECT IF ANY ADJUSTMENTS ARE REQUIRED TO MAINTAIN "HOLD-TO" VERIFY WITH ARCHITECT IF ANY ADJUSTMENTS ARE REQUIRED TO MAINTAIN "HOLD-TO" DIMENSIONS REGARDING THE "DIRTT" WALL SYSTEM. 31. REFER TO A06.01 FOR MILLWORK CALLOUTS. REFER TO A06.01 FOR MILLWORK CALLOUTS. 32. WHEN SELF LEVELING FLOORS, SLOPE SHOULD NOT EXCEED  " PER FOOT.WHEN SELF LEVELING FLOORS, SLOPE SHOULD NOT EXCEED  " PER FOOT.316" PER FOOT.
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01 ELECTRICAL PANEL. COORDINATE WITH ELECTRICAL DRAWINGS. ELECTRICAL PANEL. COORDINATE WITH ELECTRICAL DRAWINGS. 02 FIRE ALARM ANNUNICATOR/PANEL. COORDINATE WITH LIFE SAFETY/FA FIRE ALARM ANNUNICATOR/PANEL. COORDINATE WITH LIFE SAFETY/FA DRAWINGS. 03 BURGLAR ALARM CONTROL PANEL. COORDINATE WITH A03.02 "BRANCH BURGLAR ALARM CONTROL PANEL. COORDINATE WITH A03.02 "BRANCH SECURITY PLAN," & CITIZENS PHYSICAL SECURITY DRAWINGS. PANEL & ASSOCIATED RECEPTACLES TO BE MOUNTED ON  " SURFACE MOUNTED 34" SURFACE MOUNTED FIRE-RATED PLYWOOD BACKER, PAINTED BLACK. 04 PROVIDE (1) 110v QUAD RECEPTACLE FOR BURGLAR ALARM CONTROL PANEL. PROVIDE (1) 110v QUAD RECEPTACLE FOR BURGLAR ALARM CONTROL PANEL. FINAL REQUIRED HEIGHT AND LOCATION TO BE COORDINATED WITH CITIZENS PHYSICAL SECURITY DRAWINGS. 05 PROVIDE (1) SINGLE DATA RECEPTACLE FOR BURGLAR ALARM CONTROL PROVIDE (1) SINGLE DATA RECEPTACLE FOR BURGLAR ALARM CONTROL PANEL. FINAL REQUIRED HEIGHT AND LOCATION TO BE COORDINATED WITH CITIZENS PHYSICAL SECURITY DRAWINGS.  06 VESTIBULE ACCESS CONTROL PANEL. COORDINATE WITH A03.02 "BRAND VESTIBULE ACCESS CONTROL PANEL. COORDINATE WITH A03.02 "BRAND SECURITY PLAN," & CITIZENS PHYSICAL SECURITY DRAWINGS. PANEL & ASSOCIATED RECEPTACLES TO BE MOUNTED ON  " SURFACE MOUNTED 34" SURFACE MOUNTED FIRE-RATED PLYWOOD BACKER, PAINTED BLACK. 07 PROVIDE (1) 110v DUPLEX RECEPTACLE FOR VESTIBULE ACCESS CONTROL PROVIDE (1) 110v DUPLEX RECEPTACLE FOR VESTIBULE ACCESS CONTROL PANEL. FINAL REQUIRED HEIGHT AND LOCATION TO BE COORDINATED WITH CITIZENS PHYSICAL SECURITY DRAWINGS. 08 PROVIDE (1) 11Ov DUPLEX RECEPTACLE FOR NETWORK VIDEO RECORDER. PROVIDE (1) 11Ov DUPLEX RECEPTACLE FOR NETWORK VIDEO RECORDER. NETWORK VIDEO RECORDER TO BE MOUNTED WITHIN IT RACK. FINAL REQUIRED HEIGHT AND LOCATION TO BE COORDINATED WITH CITIZENS PHYSICAL SECURITY DRAWINGS. 09 PROVIDE (1) SINGLE DATA RECEPTACLE FOR NETWORK VIDEO RECORDER. PROVIDE (1) SINGLE DATA RECEPTACLE FOR NETWORK VIDEO RECORDER. NETWORK VIDEO RECORDER TO BE MOUNTED WITHIN IT RACK. FINAL REQUIRED HEIGHT AND LOCATION TO BE COORDINATED WITH CITIZENS PHYSICAL SECURITY DRAWINGS. 10 PROVIDE (1) 110v DUPLEX RECEPTACLE FOR POE SWITCH. POE SWITCH TO BE PROVIDE (1) 110v DUPLEX RECEPTACLE FOR POE SWITCH. POE SWITCH TO BE MOUNTED WITHIN IT RACK. FINAL REQUIRED HEIGHT AND LOCATION TO BE COORDINATED WITH CITIZENS PHYSICAL SECURITY DRAWINGS. 11 PROVIDE   CABLE FOR KEYPAD, WIRED BACK TO BURGLAR ALARM PROVIDE   CABLE FOR KEYPAD, WIRED BACK TO BURGLAR ALARM 224 CABLE FOR KEYPAD, WIRED BACK TO BURGLAR ALARM CONTROL PANEL. 12 NOT USED NOT USED 13 NOT USED NOT USED 14 PROVIDE   CABLE FOR AMBUSH CANCEL BUTTON, WIRED BACK TO PROVIDE   CABLE FOR AMBUSH CANCEL BUTTON, WIRED BACK TO 224 CABLE FOR AMBUSH CANCEL BUTTON, WIRED BACK TO BURGLAR ALARM CONTROL PANEL. 15 PROVIDE   CABLE FOR ATM POINT OF CONNECTION, DOOR CONTACT, WIRED PROVIDE   CABLE FOR ATM POINT OF CONNECTION, DOOR CONTACT, WIRED 224 CABLE FOR ATM POINT OF CONNECTION, DOOR CONTACT, WIRED BACK TO BURGLAR ALARM CONTROL PANEL. 16 PROVIDE   CABLE FOR ATM POINT OF CONNECTION, HEAT/VIBE PROVIDE   CABLE FOR ATM POINT OF CONNECTION, HEAT/VIBE 224 CABLE FOR ATM POINT OF CONNECTION, HEAT/VIBE CONNECTION, WIRED BACK TO BURGLAR ALARM CONTROL PANEL. 17 PROVIDE   CABLE FOR NIGHT DEPOSIT POINT OF CONNECTION, DOOR PROVIDE   CABLE FOR NIGHT DEPOSIT POINT OF CONNECTION, DOOR 224 CABLE FOR NIGHT DEPOSIT POINT OF CONNECTION, DOOR CONTACT, WIRED BACK TO BURGLAR ALARM CONTROL PANEL. 18 PROVIDE   CABLE FOR NIGHT DEPOSIT POINT OF CONNECTION, HEAT/VIBE PROVIDE   CABLE FOR NIGHT DEPOSIT POINT OF CONNECTION, HEAT/VIBE 224 CABLE FOR NIGHT DEPOSIT POINT OF CONNECTION, HEAT/VIBE CONNECTION, WIRED BACK TO BURGLAR ALARM CONTROL PANEL. 19 PROVIDE   CABLE FOR SAFE POINT OF CONNECTION, DOOR CONTACT, PROVIDE   CABLE FOR SAFE POINT OF CONNECTION, DOOR CONTACT, 224 CABLE FOR SAFE POINT OF CONNECTION, DOOR CONTACT, WIRED BACK TO BURGLAR ALARM CONTROL PANEL. 20 PROVIDE   CABLE FOR SAFE POINT OF CONNECTION, HEAT/VIBE PROVIDE   CABLE FOR SAFE POINT OF CONNECTION, HEAT/VIBE 224 CABLE FOR SAFE POINT OF CONNECTION, HEAT/VIBE CONNECTION, WIRED BACK TO BURGLAR ALARM CONTROL PANEL. 21 PROVIDE (1)   CABLE FOR EACH TCR POINT OF CONNECTION, DOOR PROVIDE (1)   CABLE FOR EACH TCR POINT OF CONNECTION, DOOR 224 CABLE FOR EACH TCR POINT OF CONNECTION, DOOR CONTACT (UPPER & LOWER), WIRED BACK TO BURGLAR ALARM CONTROL PANEL. 22 PROVIDE (1)   CABLE FOR EACH TCR POINT OF CONNECTION, HEAT/VIBE PROVIDE (1)   CABLE FOR EACH TCR POINT OF CONNECTION, HEAT/VIBE 224 CABLE FOR EACH TCR POINT OF CONNECTION, HEAT/VIBE CONNECTION (UPPER & LOWER), WIRED BACK TO BURGLAR ALARM CONTROL PANEL. 23 NOT USED NOT USED 24 NOT USED NOT USED 25 PROVIDE CAT 6 CABLING FOR SECURITY CAMERAS. PROVIDE AN ADDITIONAL PROVIDE CAT 6 CABLING FOR SECURITY CAMERAS. PROVIDE AN ADDITIONAL 6 FEET OF CABLING AT EITHER END OF CONNECTION FOR POSSIBLE FUTURE RELOCATION. FOR SECURITY CAMERA TYPES, REFER TO A03.02 "BRANCH SECURITY PLAN." 26 PROVIDE (1) 110v DUPLEX RECEPTACLE FOR 17" SECURITY VIDEO MONITOR. PROVIDE (1) 110v DUPLEX RECEPTACLE FOR 17" SECURITY VIDEO MONITOR. FINAL REQUIRED HEIGHT AND LOCATION TO BE COORDINATED WITH CITIZENS PHYSICAL SECURITY DRAWINGS. 27 PROVIDE RG-59 COAX CABLE WIRED FROM 17" SECURITY VIDEO MONITOR PROVIDE RG-59 COAX CABLE WIRED FROM 17" SECURITY VIDEO MONITOR BACK TO NETWORK VIDEO RECORDER. NOTE THAT IF MULTIPLE SECURITY VIDEO MONITORS ARE USED WITHIN A SITE, CONNECT THIS CABLE TO A SPLITTER AT THE NETWORK VIDEO RECORDER HEAD CONNECTION. 28 NOT USED NOT USED 29 NOT USED NOT USED 30 PROVIDE COMPOSITE CABLE CONSISTING OF  ,  ,   &   CABLES PROVIDE COMPOSITE CABLE CONSISTING OF  ,  ,   &   CABLES 186,  ,   &   CABLES 184,   &   CABLES 224 &   CABLES 162 CABLES FROM PARABIT READER TO EXIT DEVICE/LATCH CONTROLLER. SEE DOOR & HARDWARE SCHEDULE FOR EXIT DEVICE SPECIFICATIONS. PROVIDE   CABLE FOR PARABIT READER SWITCH OVERRIDE. 182 CABLE FOR PARABIT READER SWITCH OVERRIDE. PROVIDE (2)   CABLES FOR PARABIT READER WIRED BACK TO BURGLAR 224 CABLES FOR PARABIT READER WIRED BACK TO BURGLAR ALARM CONTROL PANEL. 31 PROVIDE JUNCTION BOX ABOVE CEILING FOR ELECTRIFIED LOCK. PROVIDE JUNCTION BOX ABOVE CEILING FOR ELECTRIFIED LOCK. 32 PROVIDE (1) ISOLATED GROUND DUPLEX FOR ATM AT 18" AFF.  PROVIDE (1) ISOLATED GROUND DUPLEX FOR ATM AT 18" AFF.  33 PROVIDE (1) SINGLE DATA RECEPTACLE FOR ATM AT 18" AFF. PROVIDE (1) SINGLE DATA RECEPTACLE FOR ATM AT 18" AFF. 34 PROVIDE JUNCTION BOX ABOVE CEILING ON ATM ROOM SIDE CENTERED PROVIDE JUNCTION BOX ABOVE CEILING ON ATM ROOM SIDE CENTERED ABOVE ATM UNIT FOR ILLUMINATED ATM SURROUND/GLOW WALL APPLICATION. 35 PROVIDE JUNCTION BOX ABOVE CEILING FOR ILLUMINATED CHECK-IN ZONE PROVIDE JUNCTION BOX ABOVE CEILING FOR ILLUMINATED CHECK-IN ZONE LETTERSET. REFER TO A11.00 SERIES DRAWINGS, INTERIOR ELEVATIONS, FOR LETTERSET LOCATION. 36 PROVIDE POWER & DATA RECEPTACLES FOR TELLER WORKSTATIONS. REFER PROVIDE POWER & DATA RECEPTACLES FOR TELLER WORKSTATIONS. REFER TO DRAWINGS PROVIDED BY MILLWORK VENDOR FOR TELLER MILLWORK DETAILS AND PLACEMENT/WIRING DIRECTION. 37 PROVIDE 1" CONDUIT WITH PULL STRING STUBBED FROM 6" ABOVE NEAREST PROVIDE 1" CONDUIT WITH PULL STRING STUBBED FROM 6" ABOVE NEAREST ACCESSIBLE CEILING TO A DUAL GANG JUNCTION BOX BELOW TELLER LINE FOR POWER. REFER TO DRAWINGS PROVIDED BY MILLWORK VENDOR FOR TELLER MILLWORK DETAILS AND JUNCTION BOX PLACEMENT DIRECTION. THIS DIRECTION TO BE UTILIZED FOR ANCHORED TELLER MILLWORK STATIONS. 38 PROVIDE 2" CONDUIT WITH PULL STRING STUBBED FROM 6" ABOVE NEAREST PROVIDE 2" CONDUIT WITH PULL STRING STUBBED FROM 6" ABOVE NEAREST ACCESSIBLE CEILING TO A DUAL GANG JUNCTION BOX BELOW TELLER LINE FOR DATA. REFER TO DRAWINGS PROVIDED BY MILLWORK VENDOR FOR TELLER MILLWORK DETAILS AND JUNCTION BOX PLACEMENT DIRECTION. THIS DIRECTION TO BE UTILIZED FOR ANCHORED TELLER MILLWORK STATIONS. 39 PROVIDE 1" CONDUIT WILL PULL STRING STUBBED FROM 6" ABOVE NEAREST PROVIDE 1" CONDUIT WILL PULL STRING STUBBED FROM 6" ABOVE NEAREST ACCESSIBLE CEILING TO A DUAL GANG JUNCTION BOX BELOW TELLER LINE FOR SECURITY WIRING. REFER TO DRAWINGS PROVIDED BY MILLWORK VENDOR FOR TELLER MILLWORK DETAILS AND JUNCTION BOX PLACEMENT DIRECTION. THIS DIRECTION TO BE UTILIZED FOR ANCHORED TELLER MILLWORK STATIONS. 40 NOT USED NOT USED 41 NOT USED. NOT USED. 42 NOT USED NOT USED 43 PROVIDE (1) DUPLEX RECEPTACLE ON 20A DEDICATED CIRCUIT FOR FUTURE PROVIDE (1) DUPLEX RECEPTACLE ON 20A DEDICATED CIRCUIT FOR FUTURE OR DAY 1 TCR UNIT. SEE DRAWINGS PROVIDED BY MILLWORK VENDOR FOR TELLER MILLWORK DETAILS AND RECEPTACLE PLACEMENT DIRECTION. 44 PROVIDE (1) DUAL DATA RECEPTACLE FOR FUTURE OR DAY 1 TCR UNIT. SEE PROVIDE (1) DUAL DATA RECEPTACLE FOR FUTURE OR DAY 1 TCR UNIT. SEE DRAWINGS PROVIDED BY MILLWORK VENDOR FOR TELLER MILLWORK DETAILS AND RECEPTACLE PLACEMENT DIRECTION. 45 POWER & DATA RECEPTACLES INSTALLED AT 31" AFF TO BE INSTALLED POWER & DATA RECEPTACLES INSTALLED AT 31" AFF TO BE INSTALLED HORIZONTALLY TO FIT WITHIN MILLWORK TROUGH. 46 PROVIDE (1) QUAD RECEPTACLE FOR MUSIC SYSTEM POWER SUPPLY. PROVIDE (1) QUAD RECEPTACLE FOR MUSIC SYSTEM POWER SUPPLY. COORDINATE WITH CITIZENS' MUSIC VENDOR FOR FINAL INSTALLATION LOCATION. 47 NOT USED NOT USED 48 PROVIDE FLOORBOX/POKE-THRU DEVICE FOR CHECK-IN DESK LOCATIONS PROVIDE FLOORBOX/POKE-THRU DEVICE FOR CHECK-IN DESK LOCATIONS WHERE SPECIFIED. GC TO FIELD VERIFY APPROPRIATE UNIT VIA EXPLORATORY DEMOLITION AS REQUIRED. FOR FLOORBOX LOCATIONS: - MAIN UNIT: LEGRAND WIREMOLD EVOLUTION SERIES, 4 GANG,     RFB4E/RFB4E-OG - DUPLEX RECEPTACLE BRACKET: RFB6DP (1 QTY.) - COMMUNICATION BRACKET: RFB6GFI (1 QTY.) - SURFACE STYLE COVER: 6CTC2SN (1 QTY.) FOR POKE-THRU LOCATIONS: - MAIN UNIT: LEGRAND WIREMOLD EVOLUTION SERIES, 6", 6ATC2PAVSN - DATA DEVICE MOUNTING PLATE: 682A - SURFACE STYLE COVER: 6CTC2SN (1 QTY.) NOTE: COMMUNICATIONS VENDOR TO PROVIDE APPROPRIATE DECORATOR FRAMES FOR HDMI/VGA CONNECTIONS. 49 NOT USED NOT USED 50 PROVIDE JUNCTION BOX ABOVE CEILING FOR CONNECTION TO POWERED DIRTT PROVIDE JUNCTION BOX ABOVE CEILING FOR CONNECTION TO POWERED DIRTT DEMOUNTABLE PARTITION, PROVIDED BY CITIZENS. GC TO COORDINATE FINAL PLACEMENT REQUIREMENTS WITH DIRTT VENDOR. 51 PROVIDE POWER & DATA RECEPTACLES FOR WALL MOUNTED MONITORS. PROVIDE POWER & DATA RECEPTACLES FOR WALL MOUNTED MONITORS. COORDINATE WITH HEIGHTS LISTED ON A03.00, A11.00 & A12.00 SERIES DRAWINGS. 52 PROVIDE HDMI WALL RECEPTACLE AND DIRECT CONNECTION BACK TO WALL PROVIDE HDMI WALL RECEPTACLE AND DIRECT CONNECTION BACK TO WALL MOUNTED MONITOR. HDMI RECEPTACLE TO BE GRAINGER 1 GANG HDMI WALL PLATE IN WHITE. ITEM #14J380, MODEL #7330.  AT MEETING ROOM LOCATIONS WITH A WALL-MOUNTED MONITOR COMPONENT,  RECEPTACLE TO BE INSTALLED AT 32" AFF, HORIZONTALLY. AT COMMUNITY SCREEN/WAITING ZONE LOCATIONS, REFER TO A11.00 SERIES DRAWINGS FOR MOUNTING DIRECTION. 53 NOT USED NOT USED 54 PROVIDE JUNCTION BOX FOR REQUIRED POWER SUPPLY AT EXTERIOR PROVIDE JUNCTION BOX FOR REQUIRED POWER SUPPLY AT EXTERIOR ILLUMINATED SIGNAGE COMPONENT LOCATIONS. COORDINATE WITH SIGNAGE VENDOR FOR FINAL LOCATIONS AND SUPPLY REQUIREMENTS. 55 PROVIDE WIRELESS DOORBELL BUTTON AT 42" AFF IN WALL MOUNTED PROVIDE WIRELESS DOORBELL BUTTON AT 42" AFF IN WALL MOUNTED CONDITIONS & UNDERCOUNTER AT TELLER MILLWORK CONDITIONS. REFER TO A12.00 SERIES DRAWINGS FOR PLACEMENT AT TELLER MILLWORK CONDITIONS. REFER TO A07.00 SERIES DRAWINGS FOR DOORBELL SPECIFICATION. 56 PROVIDE WIRELESS DOORBELL CHIME 6" ABOVE ACCESSIBLE CEILING PROVIDE WIRELESS DOORBELL CHIME 6" ABOVE ACCESSIBLE CEILING CONNECTED TO DOORBELL SPECIFICATION IN NOTE #55. REFER TO A03.00 SERIES PLANS FOR LOCATIONS AND CONNECTED UNITS. 57 PROVIDE JUNCTION BOX FOR REQUIRED POWER SUPPLY AT INTERIOR PROVIDE JUNCTION BOX FOR REQUIRED POWER SUPPLY AT INTERIOR ILLUMINATED SIGNAGE COMPONENT LOCATIONS. COORDINATE WITH SIGNAGE VENDOR FOR FINAL LOCATIONS AND SUPPLY REQUIREMENTS. 
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ELECTRICAL DATA

MODELSYMBOL
LOCATION

ELECTRIC BASEBOARD HEATER SCHEDULE

(BASED ON STELPRO)

V/PH/HZ

NOTES

KW HEATING CAPACITY (BHU/H)

WEIGHT

(LBS)

LENGTH (FT.) 

1. PROVIDE JUNCTION BOX.

2. PROVIDE DISCONNECT AND SPACE MOUNTED TEMPERATURE SENSOR (EMERSON/CCAM). COORDINATE WITH ELECTRICAL CONTRACTOR.

3. BASEBOARD HEATER, EWH SHALL BE CONTROLLED VIA EMERSON/CCAM. PROVIDE ALL NECESSARY EQUIPMENT FOR BMS TIE-IN.

 FAN SCHEDULE

SYMBOL

CEF-1

NOTES / ACCESSORIES:

1. PROVIDE WITH DISCONNECT. REFER TO ELECTRICAL PLANS FOR RATINGS & COORDINATE WITH E.C.

2. PROVIDE WITH GRAVITY BACKDRAFT DAMPER.

3. BATHROOM CEILING EXHAUST FANS SHALL OPERATE WITH BATHROOM LIGHTING OCCUPANCY SENSORS.

4. PROVIDE REVERSE ACTING TEMPERATURE SENSOR.

MODEL

SP-A390-VG

TYPE

CEILING

DRIVE

DIRECT

CFM

70

ESP

(IN. WG.)

0.5

FAN

RPM

700

(BASED ON GREENHECK)

MOTOR DATA

POWER

14W

NOTES

V/PH/HZ

115/1/60 1,2,3,4,5,6,7

5. VARIABLE SPEED CONTROL.

7. THERMAL OVERLOAD PROTECTION.

6. AMCA SEAL & UL CERTIFIED.

NOTES:

RESTROOM 

ASORL 1002WCEWH-1 0.75 2560

11.5

2.5

208/1/60 1,2,3.

QTY.

1

EBB-3

SEE PLAN

AALUX315128EBB-1 1.28 4266

16.8

5

208/1/60

1,2,3.
1

AIR DEVICE SCHEDULE

SYMBOL

S-1

S-2

S-4

R-1

R-2

R-3

NOTES:

*

1. BASED ON 24x24 FACE SIZE.

2. PROVIDE WITH T-BAR MOUNTING FRAME.

3. PROVIDE WITH LAY-IN PANEL.

4. RGD COLOR SHALL BE BRITISH WHITE, #44.

5. BASED ON 12x12 FACE SIZE.

***

**

MODEL

PLQ

PLQ

PLQ

PLQ

PLQ

PLQ

TYPE

LAY-IN

LAY-IN

LAY-IN

LAY-IN

LAY-IN

LAY-IN

THROW

RADIAL

RADIAL

RADIAL

-

-

-

CFM

0-100

0-100

176-275

0-250

251-380

601-900

(BASED ON KRUEGER)

SIZE NOTES

3,4,5

1,3,4

1,3,4

1,3,4

1,3,4

1,3,4

6Ø

6Ø

10Ø

8Ø

10Ø

15Ø

*** - CFM

** - SIZE

* - S-SUPPLY, R-RETURN, E-EXHAUST

TF-TRANSFER GRILLE

TF/E PLQ LAY-IN

-

0-250
8Ø

-

SEE PLAN

AALUX327258EBB-2 2.50 8532

30.1

9

208/1/60

1,2,3.
1

OAF-1
SQ-95-VG

INLINE

DIRECT 230
0.75 1235

1

4

 HP 115/1/60 1,5,6,7

ELECTRICAL DATA

MODELSYMBOL
HEATING CAPACITY

ELECTRIC DUCT HEATER SCHEDULE

(BASED ON GREENHECK)

VOLTAGE

IDHBEDH-1

208/1/60

USE HEATER  TYPE

SUPPLY FLANGE

DIMENSIONS 

10"X8"X17"

AMPS

24.04

1. INSTALL ELECTRIC DUCT HEATER AS PER MANUFACTURER'S RECOMMENDATION.

2. PROVIDE T-STAT AND WIRE TO HEATER.

3. PROVIDE DISCONNECT SWITCH, VAPOR BARRIER, DUCT TIGHT BOX AND FAN INTERLOCK SWITCH.

4. INTERLOCK WITH OAF-1.

5.0 kW

NOTES:

CEF-2

SP-A50-90-VG CEILING
DIRECT 50

0.5 808 6W 115/1/60 1,2,5,6,7

6. COORDINATE DIFFUSER/GRILLE TYPE WITH CEILING TYPE PRIOR TO ORDER.

S-3 PLQ LAY-IN
RADIAL

100-175 1,3,4
8Ø

SEE PLAN

AALUX318158 1.50 5119
20.1

6 208/1/60
1,2,3.

1

S-5 PLQ LAY-IN
RADIAL

275-600 1,3,4
12Ø

WATER SOURCE HEAT PUMP

HP-1

TAG

NOTES:

1. PROVIDE UNIT MOUNTED DISCONNECT SWITCH.

2. PROVIDE SINGLE POINT CONNECTION.

3. UNITS SHALL BE COMPATIBLE TO CITIZENS BMS CONTROLS. CONTROLS PROVIDED BY CITIZEN'S MECHANICAL CONTRACTOR. (JCL/ALC/EMERSON).

NOMINAL

CAPACITY

4-TONS

TOTAL

CFM

1600

O.A.

CFM

95

ESP

(IN. WG.)

0.6

EDB°F

80 67

COOLING DATA

TOTAL MBH

50.7 36.6

(BASED ON CARRIER)

HEATING MBH

ELECTRICAL DATA

MCA (A) MOCP (A)

23 35

NOTES

V/PH/HZ

208-230/1/60

1 TO 6

EWB°F SENSIBLE MBH

HP-2 2-TONS 1040 75 0.6 80 67

12 1526.2 21.7

EER

14.3

14.9

HP-3 1-TONS 400 40

7 15

HP-4 1-TONS 400 20 80 67

7 1511.9 9.4

50PCH048

MODEL

59.3

28.4

13.5

COP

4.7

5.1

4. COOLING CAPACITIES ARE ASSUMED AT SUMMER EWT=80°F. HEATING CAPACITIES ARE ASSUMED AT WINTER EWT=68°F.

GPM

12

6

3

WEIGHT

274

181

105

105

(LBS.)

80 67

11.9 9.4

12.2

13.5

4.3

3

5. CONTRACTOR TO FIELD VERIFY IF ALL HEAT PUMPS RECEIVE MENTIONED WATER FLOW. PROVIDE BOOSTER PUMP IF REQUIRED.

208-230/1/60

208-230/1/60

208-230/1/60

50PCH012

50PCH012

12.2 4.3

50PCH024

0.6

0.6

1 TO 6

1 TO 6

1 TO 6

6. PROVIDE SECONDARY DRAIN PAN WITH WATER LEAK BUG SENSOR.

TF-1 CSP-A250 INLINE

DIRECT 175
0.54 1000

60W

115/1/60 1,5,6,7
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PANEL: A (NEW) MOUNTING: SURFACE

208Y/120 VOLTS, 3 PHASE, 4 WIRE PANEL LOCATION: COMMAND ZONE

MAIN CB: 200A BUS: 225 A MIN, FED FROM: MAIN SERVICE
NOTE:

CKT NO. TRIP
AMPS DESCRIPTION OF LOAD LOAD

TYPE
LOAD
(KVA)

MINIMUM BRANCH
CIRCUIT

PER PHASE (KVA) MINIMUM BRANCH
CIRCUIT

LOAD
(KVA)

LOAD
TYPE DESCRIPTION OF LOAD TRIP

AMPS
CKT
NO.A B C

1 20 LIGHTING- VESTIBULE, COMMAND ZONE, RESTROOM, CASH
COUNTING, EMERGENCY LIGHT AND EXIT SIGN L 0.50 2#12, #12G, 3/4"C 1.30 2#12, #12G, 3/4"C 0.80 L LIGHTING-  TRANSACTION ZONE,WAITING ZONE,CHECK IN ZONE,

EMERGENCY LIGHTING, EXIT SIGN 20 2

3 20 LIGHTING-  SMALL OFFICE,MEDIUM SMALL OFFICE, WEALTH,
LARGE OFFICE L 0.50 2#12, #12G, 3/4"C 0.68 2#12, #12G, 3/4"C 0.18 L INTERIOR SIGNAGE 20 4

5 20 ELECTRIC LOCK R 1.00 2#12, #12G, 3/4"C 1.00 SPARE 20 6
7 20 OFFICES RECEPTACLE R 0.36 2#12, #12G, 3/4"C 0.86 2#12, #12G, 3/4"C 0.50 R RECEPTACLE - POWER TO FAAP PANEL 20 8
9 20 OFFICES RECEPTACLE R 0.54 2#12, #12G, 3/4"C 0.90 2#12, #12G, 3/4"C 0.36 R CHECK IN DESK FLOORBOX/POKE THRU 20 10

11 20 BACP - BURGLER ALARM CONTROL PANEL R 1.00 2#12, #12G, 3/4"C 1.50 2#12, #12G, 3/4"C 0.50 L ILLUMINATED CHECK IN ZONE LETTER SET 20 12
13 20 VACP - VESTIBULE ACCESS CONTROL PANEL R 1.00 2#12, #12G, 3/4"C 2.00 2#12, #12G, 3/4"C 1.00 M J-BOX FOR AUTOMATIC DOOR OPERATION SYSTEM 20 14
15 20 COMMAND ZONE RECEPTACLE R 0.72 2#12, #12G, 3/4"C 1.26 2#12, #12G, 3/4"C 0.54 R RECEPTACLE-TRANSACTION ZONE 20 16
17 20 GFI RECEPTACLE -REST ROOM R 0.18 2#12, #12G, 3/4"C 1.08 2#12, #12G, 3/4"C 0.90 R RECEPTACLE-TRANSACTION ZONE 20 18
19 20 RESTROOM HAND DRYER E 1.00 2#12, #12G, 3/4"C 1.18 2#12, #12G, 3/4"C 0.18 R COMMAND ZONE WORK STATION 20 20
21 20 MONITOR- WAITING ZONE R 0.54 2#12, #12G, 3/4"C 0.90 2#12, #12G, 3/4"C 0.36 R NVR,POE RECEPTACLE 20 22
23 20 ATM FRONT, ILLUMONATED SIGN R 0.54 2#12, #12G, 3/4"C 1.44 2#12, #12G, 3/4"C 0.90 R RECEPTACLE-CASH COUNTING 20 24
25 20 IG RECEPTACLE FOR ATM R 0.72 2#12, #12G, 3/4"C 1.08 2#12, #12G, 3/4"C 0.36 R RECEPTACLE-CASH COUNTING (17" VIDEO RECORDER,PRINTER) 20 26
27 20 TELLER WORK STATION R 0.90 2#12, #12G, 3/4"C 1.26 2#12, #12G, 3/4"C 0.36 R QUAD RECEPTACLE IN CASH COUNTING FOR MUSIC 20 28
29 20 EXTERNAL SIGNAGE R 1.00 2#12, #12G, 3/4"C 2.80 2#12, #12G, 3/4"C 1.80 R FUTURE OR DAY 1 TCR UNIT 20 30
31 20 EXTERNAL SIGNAGE R 1.00 2#12, #12G, 3/4"C 1.36 2#12, #12G, 3/4"C 0.36 R RECEPTACLE-COMMAND ZONE (17" VIDEO RECORDER,PRINTER) 20 32
33 20 EXTERNAL SIGNAGE R 1.00 2#12, #12G, 3/4"C 1.00 SPARE 20 34
35 20 SPARE 0.00 SPARE 20 36
37 20 SPARE 8.11

4#1, 1#6, 1 1/4"C
8.11 O

TO PANEL B 125/3P
38

39 20 SPARE 8.11 8.11 O 40
41 20 SPARE 8.11 8.11 O 42

TOTAL LOAD (KVA) 15.89 14.11 15.93

PANEL: B (NEW) MOUNTING: SURFACE

208Y/120 VOLTS, 3 PHASE, 4 WIRE PANEL LOCATION: COMMAND ZONE

MLO 125A BUS: 125A MIN, FED FROM: PANEL A
NOTE:

CKT NO. TRIP
AMPS DESCRIPTION OF LOAD LOAD

TYPE
LOAD
(KVA)

MINIMUM BRANCH
CIRCUIT

PER PHASE (KVA) MINIMUM BRANCH
CIRCUIT

LOAD
(KVA)

LOAD
TYPE DESCRIPTION OF LOAD TRIP

AMPS
CKT
NO.A B C

1
40/2P HP-1

M 2.40
3#8, #10G, 3/4"C

3.14
2#12, #12G, 3/4"C

0.74 H
EBB-1 20/2P

2
3 M 2.40 3.14 0.74 H 4
5

20/2P HP-2
H 1.20

2#12, #12G, 3/4"C
1.70

2#12, #12G, 3/4"C
0.50 H

EBB-2 20/2P
6

7 H 1.20 1.70 0.50 H 8
9

20/2P HP-3
H 0.70

2#12, #12G, 3/4"C
1.20

2#12, #12G, 3/4"C
0.50 H

EBB-3 20/2P
10

11 H 0.70 1.20 0.50 H 12
13

20/2P HP-4
H 0.70

2#12, #12G, 3/4"C
0.80 2#12, #12G, 3/4"C 0.10 M TF-1 20 14

15 H 0.70 0.70 SPARE 20 16
17

20/2P EWH-1
H 0.37

2#12, #12G, 3/4"C
0.37 SPARE 20 18

19 H 0.37 0.37 SPARE 20 20
21

30/2P EDH-1
H 2.5

2#10, #10G, 3/4"C
2.50 SPARE 20 22

23 H 2.5 2.50 SPARE 20 24
25 20 OAF-1 H 0.19 2#12, #12G, 3/4"C 2.19

2#10, #10G, 3/4"C
2.00 H

WH-1 30/2P
26

27 20 RCP-1 H 0.10 2#12, #12G, 3/4"C 2.10 2.00 H 28
29 20 QUAD FOR BMS PANEL R 0.72 2#12, #12G, 3/4"C 0.72 SPARE 20 30
31 20 SPARE 0.00 SPARE 20 32
33 20 SPARE 0.00 SPARE 20 34
35 20 SPARE 0.00 SPARE 20 36
37 20 SPARE 0.00 SPARE 20 38
39 20 SPARE 0.00 SPARE 20 40
41 20 SPARE 0.00 SPARE 20 42

TOTAL LOAD (KVA) 8.20 9.64 6.49
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